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Anderson, Alan

From: Anderson, Alan
Sent: Thursday, June 08, 2017 1:31 PM
To: smallett@citycorporation.com
Subject: AR0021768_Russellville Water and Sewer Q1 2017 Effluent Violations_20170608
Attachments: AR0021768_Q1 2017 Effluent Violations_20170608

June 8, 2017 
 
 
Mr. Steve Mallett 
Chief Executive Officer 
City Corporation 
Russellville Water and Sewer 
 
Dear Mr. Mallett: 
 
The attached file contains the effluent violations reported by Russellville Water and Sewer for the period of January 1, 
2017 through March 31, 2017.   
 
Arkansas Pollution Control and Ecology Commission regulations and your NPDES Permit requires you to take all 
reasonable measures necessary to eliminate or prevent the occurrence of violations. Please note that any violation of
your permit can lead to enforcement action by ADEQ pursuant to the Arkansas Water and Air Pollution Control Act. Also,
be aware that we maintain records of violations and of non-compliance reports documenting corrective action to
determine the appropriateness and level of the enforcement action. 
 
Thank you for your attention to this matter.  Should you have any questions, please feel free to contact me. 
 
 
Alan Anderson 
Enforcement Analyst 
ADEQ‐Office of Water Quality 
Phone: 501‐682‐0635 
Fax: 501‐682‐0880 
 
5301 Northshore Drive 
North Little Rock, AR 72118‐5317 
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Discharge
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Value

Qualifier
Code

Reported
DMR Value

Permit
Limit Vio %

Violation
Type

DMR
Value
Type
Code
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Season Outfall

Parameter
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001-A Solids, total suspended  (MO AVG, mg/L) 01/31/2017 = 20.7 20 4% Numeric Vio C2 00530-1-1 001 00530

001-A Solids, total suspended  (7 DA AVG, mg/L) 01/31/2017 = 43 30 43% Numeric Vio C3 00530-1-1 001

001-A Solids, total suspended  (MO AVG, lb/d) 02/28/2017 = 1760.1 1217.6 45% Numeric Vio Q1 00530-1-1 001

001-A Solids, total suspended  (MO AVG, mg/L) 02/28/2017 = 40.9 20 105% Numeric Vio C2 00530-1-1 001

001-A Solids, total suspended  (7 DA AVG, mg/L) 02/28/2017 = 73.1 30 144% Numeric Vio C3 00530-1-1 001

001-A Solids, total suspended  (MO AVG, lb/d) 03/31/2017 = 3466.6 1217.6 185% Numeric Vio Q1 00530-1-1 001

001-A Solids, total suspended  (MO AVG, mg/L) 03/31/2017 = 63.4 20 217% Numeric Vio C2 00530-1-1 001

001-A Solids, total suspended  (7 DA AVG, mg/L) 03/31/2017 = 145.9 30 386% Numeric Vio C3 00530-1-1 001

# of Vios = 8 00530
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001-A Nitrogen, ammonia total [as N]  (MO AVG, lb/d) 01/31/2017 = 568.2 243.5 133% Numeric Vio Q1 00610-1-1 001 00610

001-A Nitrogen, ammonia total [as N]  (MO AVG, mg/L) 01/31/2017 = 13.2 4 230% Numeric Vio C2 00610-1-1 001

001-A Nitrogen, ammonia total [as N]  (7 DA AVG, mg/L) 01/31/2017 = 14.5 6 142% Numeric Vio C3 00610-1-1 001

001-A Nitrogen, ammonia total [as N]  (MO AVG, lb/d) 02/28/2017 = 779.6 243.5 220% Numeric Vio Q1 00610-1-1 001

001-A Nitrogen, ammonia total [as N]  (MO AVG, mg/L) 02/28/2017 = 18.1 4 353% Numeric Vio C2 00610-1-1 001

001-A Nitrogen, ammonia total [as N]  (7 DA AVG, mg/L) 02/28/2017 = 19.1 6 218% Numeric Vio C3 00610-1-1 001

001-A Nitrogen, ammonia total [as N]  (MO AVG, lb/d) 03/31/2017 = 447.3 243.5 84% Numeric Vio Q1 00610-1-1 001

001-A Nitrogen, ammonia total [as N]  (MO AVG, mg/L) 03/31/2017 = 8.2 4 105% Numeric Vio C2 00610-1-1 001

001-A Nitrogen, ammonia total [as N]  (7 DA AVG, mg/L) 03/31/2017 = 17.6 6 193% Numeric Vio C3 00610-1-1 001

# of Vios = 9 00610
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001-A Coliform, fecal general  (7 DA GEO, #/100mL) 03/31/2017 = 8287 2000 314% Numeric Vio C3 74055-1-0 001 74055

# of Vios = 1 74055
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001-A BOD, carbonaceous [5 day, 20 C]  (MO AVG, lb/d) 03/31/2017 = 1192.4 913.2 31% Numeric Vio Q1 80082-1-1 001 80082

001-A BOD, carbonaceous [5 day, 20 C]  (MO AVG, mg/L) 03/31/2017 = 21.8 15 45% Numeric Vio C2 80082-1-1 001

001-A BOD, carbonaceous [5 day, 20 C]  (7 DA AVG, mg/L 03/31/2017 = 44 22.5 96% Numeric Vio C3 80082-1-1 001

# of Vios = 3 80082
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001-A BOD, carbonaceous [5 day, 20 C] Numeric Vio 001 3

001-A Coliform, fecal general Numeric Vio 1

001-A Nitrogen, ammonia total [as N] Numeric Vio 9

001-A Solids, total suspended Numeric Vio 8

001 21

Sum: 21
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