
 

CITY OF HOT SPRINGS  
Davidson  Wastewater  Trea tment  P lant  

3 2 0  D a v i d s o n  D r i v e  H o t  S p r i n g s ,  A r k a n s a s  7 1 9 0 1   

P h o n e :  ( 5 0 1 )  6 2 1 - 5 0 4 1  

 

 

 

SSO A NALYSIS  R EPORT  
 

Location of event: Manhole 1750 

 
Date of overflow event: 6/29/23 

 

Sample collection date: 6/30/23 

 

Samples analyzed for: E. Coli 

 

 

 

ANALYSIS RESULTS 

    
Site 1:   E. Coli – 866.4 cfu per 100mls 
(Overflow Location) 

 

This test result is above the EPA recommended 126 cfu’s per 100mls at designated Site #1. Testing will 

continue at site 2, site 3, site 4 and site 5 until two consecutive samples are below 126 cfu’s per 100mls. 
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