
Fecal is over mcl due to CL2 being so low. The CL2 is over mcl for reasons

unknown to us. we are working on solving the issue. 

Ongoing 

To change disenfectant to PAA but for the near future we will be experimenting

with different labs as we suspect there is an issue. 
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10/28/2019
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