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 Section B: Facility Data 

 
Entry Time/Date 
0845  3/24/2008 
0920  3/24/2008 

 
Permit Effective Date 
February 1, 2004 
 

 
Name and Location of Facility Inspected (For industrial users discharging to POTW, also 
include POTW name and NPDES permit number) 
Pocahontas Wastewater Treatment Plant 
2 miles down Swan Cove Road off Old County Rd. (South along Black River) 
Pocahontas, AR 
Randolph Co. 

 
Exit Time/Date 
0900  3/24/2008 
0935  3/24/2008 

 
Permit Expiration Date 
January 31, 2009 
 

 
Name(s) of On-Site Representative(s)/Title(s)/Phone and Fax Number(s) 
William G. Daniel/Manager Pocahontas Water and Sewer/870-892-3222 
Jim Bergman & Bruce Brodell 

 

 
Other Facility Data 
 

 
 

Contacted 
 

        Yes      No   

 
Name, Address of Responsible Official/Title/Phone and Fax Number 
William G. Daniel / Manager/870-892-3222 
Pocahontas Water and Sewer 
207 Highway #67 South 
Pocahontas, AR 72455 

     
 Section C: Areas Evaluated During Inspection 
 (S = Satisfactory, M = Marginal, U = Unsatisfactory, N = Not Evaluated) 

    
N S N S  Sampling  Operations & Maintenance  Flow Measurement  Permit 

    
N N N N  Pollution Prevention  Sludge Handling/Disposal  Self-Monitoring Program  Records/Reports 

    
N N N N  Facility Site Review  Compliance Schedules  Pretreatment  Multimedia 

    
N N N S  Effluent/Receiving Waters  Laboratory  Storm Water  Other:  SSO 
 Section D: Summary of Findings/Comments (Attach additional sheets if necessary) 
 
This SSO inspection was conducted due to extensive flooding (100 yr. flood) of the Black River in Pocahontas.   Two of the city’s main pump stations are located 
adjacent to the river in the floodplain.   
 
City employees had done an excellent job of sandbagging around the pump stations to prevent flood water from damaging the electrical equipment and entering 
the wet wells. 
 
The pumps appeared to be adequately handling the large amount of I&I resulting from a partially submerged collection system. 
 
No letter will be sent. 

 Name(s) and Signature(s) of Inspector(s) Agency/Office/Telephone/Fax Date 
AR Dept. of Environmental Quality-Jonesboro   
(870) 935-7221 ext. 12/(870) 935-4715  (Fax) July 23, 2008 Brent L. Walker  

   
   
   
 Signature of Reviewer  Agency/Office/Phone and Fax Numbers  Date 
   

 



ADEQ Water NPDES Inspection AFIN:  61-00055 Permit #:  AR0034835 
 

Water Division NPDES Photographic Evidence Sheet 
Location: City of Pocahontas Pump Stations 
Photographer: Witness: Brent Walker None 
Photo # Of 1 2  Date: Time: 3/24/2008 0851 
Description: Black River Bridge Pump Station 

Photographer: Witness: Brent Walker None 
Photo #  Of Date: Time: 2 2  3/24/2008 0924 
Description: Baltz Field Pump Station 

 


