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WATER DIVISION INSPECTION REPORT 
AFIN: 32-00044 PERMIT #: AR0020702 DATE: 5/12/2014 

COUNTY: 32 Independence PDS #: 077879 MEDIA: WN 

GPS LAT: 35.77175  LONG: -91.658972  LOCATION: General Area 

FACILITY INFORMATION INSPECTION INFORMATION 
NAME:  

Batesville WWTP 
LOCATION:  

500 River Banks Rd. 
CITY:  

Batesville, AR. 72501 

FACILITY TYPE:  

1 - Municipal 

INSPECTOR ID#:  

71153 S - State 

FACILITY EVALUATION RATING:  

3 - Satisfactory 

INSPECTION TYPE:  

Reconnaissance 

DATE(S):  ENTRY TIME:  EXIT TIME: 

5/12/2014  12:30  14:00 
                    
                    

PERMIT EFFECTIVE DATE: 

5/1/2011  

PERMIT EXPIRATION DATE:   

4/30/2016 

RESPONSIBLE OFFICIAL 

NAME:  /  TITLE 

Rick Elumbaugh  /  Mayor 
COMPANY:  
City of Batesville 
MAILING ADDRESS: 

500 E. Main St.       
CITY, STATE, ZIP:  
Batesville AR 72501 
PHONE & EXT:  /  FAX:  

870-698-2400        /        
EMAIL:  

      

FAYETTEVILLE SHALE RELATED: N 

FAYETTEVILLE SHALE VIOLATIONS: N 
INSPECTION PARTICIPANTS 

NAME/TITLE/PHONE/FAX/EMAIL/ETC.: 

Wesley Davis, Construction Superintendent, 870-698-
2447 

CONTACTED DURING INSPECTION: No 

AREA EVALUATIONS  
(S=Satisfactory, M=Marginal, U=Unsatisfactory, N=Not Applicable/Evaluated)

N PERMIT N FLOW MEASUREMENT N STORMWATER 
S RECORDS/REPORTS N LABORATORY N FACILITY SITE REVIEW 
S OPERATION & MAINTENANCE N EFFLUENT/RECEIVING WATER N SELF-MONITORING PROGRAM 
N SAMPLING N SLUDGE HANDLING/DISPOSAL N PRETREATMENT 
S OTHER: SSO  

SUMMARY OF FINDINGS 
No violations were noted at this time. 

GENERAL COMMENTS 
A copy of the work order for the site dated 4/28/2014, the Sanitary Sewer Overflow Monthly Report for April, 
and the last 24-hour Sanitary Sewer Overflow Report for the site is attached. 

INSPECTOR’S SIGNATURE: Sean Saunders DATE: 5/13/2014 

SUPERVISOR’S SIGNATURE: Kerri McCabe DATE: 5/19/2014  
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Water Division Photographic Evidence Sheet 

Location: Batesville WWTP, 401 W. Charles ST.  
Photographer: Sean Saunders Date: 5/12/2014 Time: 13:25 
Witness:  Wesley Davis Photo #: 1 
Description: Manhole with no recent evidence of overflow. 
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