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Load lb/day 83.4 1437
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mg/L 10.0 71.75

Jan 2020 001 O&c30day
load lb/day 41.7 73.1

Martin Steward
Superintendent WWTp

Excessive rain caused the water level in the aeration basin to overflow the sludge blanket into the effluentpumping basin with more water than the pumps could handre. All overflow watei went through the effluent flowmeter and exited through outfall 001' Flow was measured and samples *"." irL"n for all permitted parameters asnormal discharge. Discharge was ceased 1t2ol2o and all*"t", is now contained.

r
Re:

cc: David Stewart, Mayor

mq/L
mg/L
lb/day

CBOD lVlax 30

001

'""Zfff,tfftu'W


